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Meter Loop with Double-Throw

- AT T ———
e A W/SE 4
- I “' i
Utility
@
Load
r# . ﬁ -
e L @
iﬁ-" e
. d o Generator
| H
Conduit and

wire from the
double throw
switch is the
customer’s
responsibility.

Meter base on a CEC pole

i

il with a double-throw device
for a generator hookup will
need to have conduit going
from the double-throw back
up the pole for any overhead

services to be connected to
the meter loop.
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